Abstract: Passive solar elements for both direct and indirect gains, are systems used to maintain a comfortable living environment while saving energy, especially in the building energy retrofit and adaptation process. Sunspaces, thermal mass and glazing area and orientation have been often used in the past to guarantee adequate indoor conditions when mechanical devices were not available. After a period of neglect, nowadays they are again considered as appropriate systems to help face environmental issues in the building sector, and both international and national legislation takes into consideration the possibility of including them in the building planning tools, also providing economic incentives. Their proper design needs dynamic simulation, often difficult to perform and time consuming. Moreover, results generally suffer from several uncertainties, so quasi steady-state procedures are often used in everyday practice with good results, but some corrections are still needed. In this paper, a comparative analysis of different solutions for the construction of verandas in an existing building is presented, following the procedure provided by the slightly modified and improved Standard EN ISO 13790:2008. Advantages and disadvantages of different configurations considering thermal insulation, windows typology and mechanical ventilation systems are discussed and a general intervention strategy is proposed. The aim is to highlight the possibility of using sunspaces in order to increase the efficiency of the existing building stock, considering ease of construction and economic viability.
Introduction
Research on passive solar systems is not a new issue. Great efforts were made towards more energy efficient buildings in the seventies following the 1973 oil crisis, and several books on the proper design of passive devices were published. Just consider, for example, the work of Mazria defined by Loss as "the first handbook completely dedicated to the design of passive buildings which systematically deals with the problems of their design and construction" [1] . Alternatively, the more recent one from Steven Winter Associates [2] presents operating principles of sunspaces, rules of thumb for dimensioning, different solutions for design and control strategies and constructive details. These publications were mainly qualitative, giving design patterns in the form of empirical rules useful for designers to develop proper passive strategies. Later on, the need for quantitative analysis of the real performance of passive solar design principles arose [3] . Since then, also due to the increasing capacity of computational tools and to the higher precision of dynamic simulation models, several studies have been made on passive systems, and they are still ongoing.
Moreover, the Energy Efficiency Directive [26] introduces an important new dimension to the energy saving in buildings legislative landscape. "Article 4 requires Member States, for the first time, to set out national strategies for the renovation of their building stocks, thereby filling a major gap in policy concerning the existing building stock" [27] . It is with this in mind that the authors propose the work described herein.
Aim of the Paper
In this paper, a comparative analysis of different solutions for the construction of verandas (which can be considered as sunspaces with an opaque envelope integrated in the building structure and some large glazed surfaces exposed to external environment) in an existing building is presented, following the procedure provided by EN ISO 13790. Some changes to the standard have been suggested to better consider the ventilation through the sunspace and provide a more accurate description of indirect gains. The aim is to highlight the possibility to use sunspaces in order to increase energy efficiency of the existing building stock, considering ease of construction and economic viability.
Improvement of Annex E of EN ISO 13790
The calculus methodology presented in EN ISO 13790 is based on quasi-steady-state models, taking into account heat transfer plus solar and internal heat gains reduced by a utilization factor, also considering the thermal inertia of the building. The general equation is as follows:
where Q H,nd is the building energy need for continuous heating, Q H,ht is the heat transfer from inside to outside (losses), η H,gn is the dimensionless gain utilization factor, Q H,gn is the total heat gain (typically solar radiation and internal gains over the given period). Generally, quasi-steady-state methods are used with monthly calculations. The logic behind Annex E of EN ISO 13790 is that the sunspace is considered as a general unheated space adjacent to a conditioned space, whose temperature is higher than the external one because of the buffer effect. The solar heat gain entering the conditioned space from the sunspace, Q ss , is considered as the sum of two factors:
the direct gain Q sd through the wall which divides the heated space from the sunspace (both transparent and opaque parts); 2.
the indirect gain Q si relative to the temperature increase of the sunspace (Q si can be considered as the increase of the buffer effect due to solar radiation).
Readers should refer to Annex E of the European Standard for a detailed analysis of the methodology, which is out of the scope of this work.
Besides the improvements already discussed in the Introduction [22] [23] [24] [25] , a further one for the analysis of ventilation through the sunspace (related to factor Q si ) is proposed here, an issue that will be important in the following discussion. Annex E states that "if there is a permanent opening between the conditioned space and the sunspace, it shall be considered as part of the conditioned space". Considering the typical situation of a veranda, if a constant mechanical air extraction is provided in the internal rooms, with a resulting air flow crossing the sunspace, according to Annex E the veranda should be considered as part of the conditioned space ( Figure 1 ). This is an approximation, because during winter the resulting ventilation from outside to inside would increase the temperature difference between the sunspace and the internal environment. Therefore, we are facing a paradox: when thermal losses are considered and no ventilation is present, according to the Standard the sunspace temperature is lower than indoor one; if ventilation is provided (mechanical or not), the sunspace suddenly becomes part of the indoor environment, although its temperature probably drops more than without ventilation (in winter conditions). The problem is that an accurate calculation of the ventilation losses should take into account the amount of heat absorbed by the air from the sunspace. Therefore, a correct analysis should consider with high precision the convective exchange coefficients, the air stratification, the geometric position of inlet and outlet and so on. Computational fluid dynamic simulations would be necessary, and the quasi-steady state method proposed by the Standard seems difficult to use. Anyway, a simplified but effective approach can be considered, with the hypothesis of uniformity of the air temperature inside the sunspace ("perfect mixing"), although in real condition of use temperature within the sunspace has both geometrical and temporal gradients depending also on the users habits.
Energies 2016, 9, 365 4 of 12 exchange coefficients, the air stratification, the geometric position of inlet and outlet and so on. Computational fluid dynamic simulations would be necessary, and the quasi-steady state method proposed by the Standard seems difficult to use. Anyway, a simplified but effective approach can be considered, with the hypothesis of uniformity of the air temperature inside the sunspace ("perfect mixing"), although in real condition of use temperature within the sunspace has both geometrical and temporal gradients depending also on the users habits. According to the first law of thermodynamics in stationary conditions, with negligible variations of the kinetic and potential energy and in conditions of no useful work, the heat exchanged and the variation in enthalpy are the same:
, ,
where abs is the solar radiation absorbed by the sunspace and contributing to the temperature increase, Hi-u,tr is the heat transfer coefficient between the veranda and the indoor environment, Hu-e,tr is the heat transfer coefficient between the veranda and the external environment, Tu is the inner air temperature, Te is the outer air temperature, ṁ is the air flow, hu and he are the enthalpy within and outside the veranda respectively. Considering the average specific humidity inside the veranda as equal to the average specific humidity outside the veranda, the following equation for ideal gas can be used as first approximation:
where ca is the specific heat of dry air. Substituting Equation (3) in Equation (2) and solving the equation considering the veranda mean temperature Tu, we find:
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So, the temperature increase due to solar radiation can be expressed as:
The total indirect heat gain is:
where:
is the reduction of the heat conduction from the heated space to the veranda, and: According to the first law of thermodynamics in stationary conditions, with negligible variations of the kinetic and potential energy and in conditions of no useful work, the heat exchanged and the variation in enthalpy are the same:
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Q abs is the solar radiation absorbed by the sunspace and contributing to the temperature increase, H i-u,tr is the heat transfer coefficient between the veranda and the indoor environment, H u-e,tr is the heat transfer coefficient between the veranda and the external environment, T u is the inner air temperature, T e is the outer air temperature,ṁ is the air flow, h u and h e are the enthalpy within and outside the veranda respectively.
Considering the average specific humidity inside the veranda as equal to the average specific humidity outside the veranda, the following equation for ideal gas can be used as first approximation:
where c a is the specific heat of dry air. Substituting Equation (3) in Equation (2) and solving the equation considering the veranda mean temperature T u , we find:
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is the reduction of the heat conduction from the heated space to the veranda, and:
is the decrease of ventilation losses from the indoor environment. Finally, considering Equation (5), Q si can be calculated as:
Q abs H i´u,tr`Hu´e,tr`. mc a˘r MJs (9)
Methods
In order to assess the possibility and the viability of using verandas in the building renovation process as passive solar elements, the improved EN ISO 13790 calculation methodology has been applied to a real case study: the refurbishment of a building for social housing in Freiburg, in the Weingarten West area, part of a specific plan called "Weingarten 2020" [28] (Figure 2 ). The aim of the plan was to reduce the actual demand for energy consumption of the district by 30% and to propose a sustainable model for energy urban renovation. In particular, a typical apartment of a linear building has been considered, consisting of a living room, a kitchen, a bathroom, two bedrooms and a veranda adjacent to the sitting room and to the single bedroom. This building typology is typical of social housing constructions from the sixties and the seventies all over Europe, when the need to give a roof to several families in short time was pressing ( Figure 3 ). Now, new building energy regulations force for deep renovation, and the maintenance of the original typology but with glazed verandas is a viable option. 
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Energies 2016, 9, 365 6 of 12 Figure 4 . Scheme of the different veranda configuration evaluated, where yellow hatch is the thermal insulation, arrow is the mechanical ventilation (extraction), red circle is the corner thermal bridge, blue circle is the slab thermal bridge.
-V1: as built situation, no external glazing, double glazed internal window and natural ventilation; -V2: no external glazing, double glazed internal window, insulation of the walls and natural ventilation; -V3: single glazed window, triple glazed internal window, insulation of the walls (veranda + outer) and of the guard, mechanical ventilation; -V4: double glazed veranda window, double glazed internal window, insulation of the walls (outer) and of the guard, mechanical ventilation; -V5: like V4 but with single glazed veranda window and triple glazed internal window; -V6: with no veranda, triple glazed window and natural ventilation; -V7: like V4, but with no guard and a wide double glazed window; -V8: like V7, but with insulation of the veranda walls; -V9: like V8, but with a mechanical ventilation system in the veranda, with heat recovery; -V10: like V9, but with a heat exchanger bypassing the veranda; -V11: like V9 but with no veranda; -V12: like V8 but with natural ventilation. -V1: as built situation, no external glazing, double glazed internal window and natural ventilation; -V2: no external glazing, double glazed internal window, insulation of the walls and natural ventilation; -V3: single glazed window, triple glazed internal window, insulation of the walls (veranda + outer) and of the guard, mechanical ventilation; -V4: double glazed veranda window, double glazed internal window, insulation of the walls (outer) and of the guard, mechanical ventilation; -V5: like V4 but with single glazed veranda window and triple glazed internal window; -V6: with no veranda, triple glazed window and natural ventilation; -V7: like V4, but with no guard and a wide double glazed window; -V8: like V7, but with insulation of the veranda walls; -V9: like V8, but with a mechanical ventilation system in the veranda, with heat recovery; -V10: like V9, but with a heat exchanger bypassing the veranda; -V11: like V9 but with no veranda; -V12: like V8 but with natural ventilation.
The main idea is to start with basic configurations whose difference is just in the envelope insulation values (V3-V5), to implement a wide transparent element in place of the opaque guard (in order to exploit solar radiation) and, finally, to evaluate different ventilation systems. Two versions with no veranda at all (V6 and V11) has been considered just as reference cases. Thermal properties of the elements considered in the different configurations are presented in Table 1 [31] . The FEM calculation was particularly important to evaluate the heat losses through the corners between indoor and external environments as well as the veranda. In fact, heat losses from inner space to the veranda contribute to the buffer effect, while those through the external walls are completely lost: these two aspects must be considered separately. For simplification purposes, symbols of thermal bridges are reported in Figure 4 .
Introduction to Calculations
Calculations were performed following EN ISO 13790 and Annex E improved as previously discussed, by means of simulation programs improved by the authors with a spreadsheet concerning what was previously exposed in Section 2. The period considered is the heating season, going from the 15th of October to the 15th of April.
The required primary energy is calculated as the sum of the boiler fuel requirements and the electrical energy. A conversion factor of 1.1 for the thermal energy and of 2.7 for the electrical energy was considered. The indoor environment ventilation rate was set to 0.42 L/s/m 2 as suggested in EN ISO 15251:2008- Table B5 for buildings of category II [32] . Half the ventilation rate was supposed to pass through the veranda for the cases with mechanical extraction, while the whole rate is considered if a mechanical supply system is present. The electrical requirements due to exhaust ventilation were fixed to 0.15 Wh/m 3 in case of simple forced air extraction, 0.30 Wh/m 3 in case of a complete mechanical ventilation system. The efficiency coefficient of heat recovery was supposed to be 0.75. Annex E procedure for the calculation of indirect heat gains does not take into account the contribution from the heat absorbed by the sunspace after multiple reflections. Therefore, the absorbed heat is underestimated. Anyway, when in the different configurations a guard is present, the heat absorbed after reflections is not negligible and it was considered as follows:
rMJs (10) where h grd is the height of the opaque guard, h tot is the total height of the veranda, Q rad,ent is the fraction of the total solar radiation entering the veranda not passing directly to the indoor environment through the window, Q abs,dir is the total radiation directly absorbed by the veranda (according to equation E.3 of Annex E minus the heat transmitted through opaque walls to the indoor environment). Finally, the total radiation absorbed by the veranda is:
Q abs " Q abs,dir`Qabs,amr rMJs (11)
The condition that solar radiation adsorbed by internal surfaces cannot be higher than the one entering the veranda was imposed. It can be considered as a check for the calculation, especially for the shading factor. Shading factors were estimated according to the German technical standard DIN V 18599-1:2011 [33] , as functions of obstacles (frontal, vertical, horizontal), exposure, shading angle, and season.
Results and Discussion
In order to compare the different configurations under investigation, the following parameters have been considered: Results are presented in Table 2 . H i-e means the total thermal load lost to the environment, the sum of transmission H i-e,tr and ventilation H i-e,ve heat transfer coefficients. Please note that H i-e,tr also takes into consideration the heat transfer through unconditioned spaces, following EN ISO 13790 and EN ISO 13789:2007 [34] . Therefore, it depends on f, which is the ratio between the temperature difference between indoor environment (T i ) and veranda (T u ), and the temperature difference between indoor and external environment (T e ):
Since the airflow through the veranda directly influences the transmission factor, H i-e,tr is also influenced by ventilation.
Finally, the heat demand and the primary energy for heating are reported to give an indication of the total heating requirements. The specific values have been added so to facilitate comparison with similar cases but with different floor areas, if needed (configurations V6 and V11). Of course, being configuration V1 the basic one, it is the most energy demanding. Calculations highlight that just by adding an external insulation layer (configuration V2), the heat demand decreases by more than the 70%, thus confirming the importance of a good insulated envelope; the specific heat demand drops to 45 kWh/m 2 y (of course, the ventilation heat transfer coefficient does not change while the transmission one does), and the building now falls into the low energy consumption building category. But working now specifically on the veranda, closing it to the outside with a single glass window, considering a mechanical air extraction system and insulating the guard (V3), the heat demand becomes about 15% of the initial one and approximately the half of V2. In this case, both transmission and ventilation heat transfer coefficient have been improved. Configurations V4 and V5, where the insulation of the veranda internal walls is removed but a high performance external window is installed (a double and a triple glazed window respectively), have a better energy performance (between 10% and 13%) due to the increased air ventilation temperature. In fact, the f value is respectively 31% and 22% of that of the previous V3 configuration. This means that, considering ventilation, the best solutions are the ones with a low transmission factor through the veranda, meaning that the average temperature value in the veranda is close to the indoor temperature, even if solar radiation is not considered. Anyway, just for this reason these solutions could have practical limitations on the heat management side during intermediate seasons (spring and autumn). In fact, in order to avoid overheating during the warmest hours of the day, the user can decide to open the external window, thus decreasing the thermal resistance between the veranda and the external environment. If not properly managed, a problem of excessive thermal losses could occur during the evening, when external temperature decreases and sun radiation power is low or absent. Finally, the indoor environment could require the intervention of the heating system to raise inner temperature values, increasing the building heat demand more than designed.
A step forward is the increase of incoming solar radiation, considering the panel between the veranda and the external environment completely glazed, that is no opaque guard and a unique wide double glaze window (V7). In this configuration, even if the thermal resistance of the panel is lower than in the previous ones where the guard was highly insulated and the heat transmission for ventilation is largely unchanged, the heat demand further decreases of another 15% approaching the passive house solution (18.9 kWh/m 2 y vs. 15 kWh/m 2 y required by the passive standard). Solar gains definitely balance thermal losses. In order to avoid the abovementioned uncontrolled heat losses during intermediate seasons, a configuration with a minimum of 5 cm insulation on the walls separating the veranda from indoor environment is proposed (V8). The energy performance is good and very similar to the previous one (being the best configuration without heat recovery), but the behavior of the veranda would probably be highly performing in real use conditions during intermediate seasons, and calculation results would be better met.
Generally speaking, from an energy point of view the advantage of a veranda is that it serves as a buffer space between the main part of the building and the external environment. A great part of the energy savings are due to this buffer effect, increasing the thermal resistance towards the outside and preheating the ventilation air from the outside. On the other hand, a large window with no veranda (V6) allows direct heat gains and increases the conditioned living space, useful if a bigger room is required. Anyway, it can be noticed that the energy performance in such configuration is not particularly high: heat demand is approximately 6% higher than for V4. In addition, it is economically disadvantageous when refurbishing a building where verandas already exists. Moreover, user psychology and comfort must be taken into account: verandas realize a living space of high quality that can be used during colder seasons as a protected external environment, so they are often highly appreciated, especially in cold climates.
Another improvement to the proposed solution is the introduction of a heat exchanger (V9). In fact, considering the high wall thermal resistance value (U = 0.17 W/m 2 K), the heat transmission coefficient is very low and we can try to decrease energy demand working on the ventilation losses. Comparing configuration V8 and V9, the ventilation heat transfer coefficient decreases by approximately 63% and the heating demand is very low, with a specific value lower than 4 kWh/m 2 y. Anyway, this solution, certainly interesting from an energy point of view, is economically more expensive in the short term and a wrong management of the veranda can waste the usefulness of the system (acting on the ventilation air passing through the veranda itself): for example, if the user opens the window between the veranda and the external environment. This problem can be avoided bypassing the veranda (V10): the theoretical increase in energy demand is about 7% but the real energy requirement of V9, with a wrong management of the window openings, could be even higher. Again, considering a solution with high thermal insulation of the envelope and a controlled ventilation with heat recovery but without any veranda (V11), apart from the considerations previously made, the energy performance clearly gets worse, with the heat demand increasing by about 40% compared to V10.
Finally, considering economical, managerial and psychological reasons, configuration V8 is probably the most effective. If a solution with no electrical energy use is required in order to approach a real passive architecture system, we can decide to avoid the air extraction system (V12). In this case, anyway, the heat demand increases by 26% while the total primary energy coefficient for heating and mechanical ventilation increases by 11%.
Conclusions
Nowadays sunspaces are architectural elements still highly appreciated by users and can be properly considered during the renovation design process in order to decrease the existing building energy demand. International legislation as well as local ones clearly push in this direction and also provide economic incentives in many instances. Research on this topic, being mostly qualitative in the seventies, now have a new impetus considering both energy and comfort aspects, and concern the monitoring of the performance of real scale models as well as the development of a complex calculus methodology in dynamic conditions. Anyway, numerical predictions of passive element performance, even if necessary, are generally performed with quasi-steady state methodology in everyday practice, being easier to use, faster and giving good precision during the heating season, above all when parametric comparison is required.
For this reason, in this paper a further improvement of Annex E of EN ISO 13790 on the energy performance calculation of sunspaces is proposed, specifically on the ventilation losses through the sunspace (besides the ones discussed in recent scientific literature on related aspects). The improved methodology has been applied to evaluate a possible refurbishment of a building for social housing in Freiburg (Germany), where the verandas could be used as passive solar elements in order to increase the overall energy efficiency of the intervention. Several configurations of increasing complexity have been proposed, concerning the proper design of insulating materials, window dimensions (and so solar direct gains), mechanical ventilation and heat exchangers. Advantages and disadvantages have been discussed so that a general model of intervention has been proposed: Good insulation of the building envelope (veranda walls included), no guard but a wide window in order to exploit solar direct gains, a mechanical ventilation system in order to preheat the supplied air enhancing the buffer effect (configuration V8).
Several buildings built around Europe for social housing purposes have been designed following a similar typology during the sixties and seventies, with compact shape but very poor envelope thermal resistance and wide verandas facing south-or westward. The simple but effective methodology presented in this paper is considered as a guideline for practitioners in order to propose suitable and reliable interventions on the existing building stock that can meet the new energy requirements stressed by the European Directives.
Indeed, future developments should consider in depth the ventilation modes between the external environment, veranda and indoor rooms being air ventilation and preheating effects important to control the efficiency of the system. Of course, quasi-steady-state models will be no more reliable, and a CFD simulation becomes necessary. Furthermore, an LCA analysis considering also economical aspects (LCC analysis) could give interesting insights into the overall benefits of the different configurations proposed.
